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Ms. Francine Locke, Director 
Office of Environmental Management and Services 
School District of Philadelphia 
440 North Broad Street, 3 r Floor 
Philadelphia, PA 19130 

RE: PCB Transformer Removal - Serial No. 3475167 
Strawberry Mansion High School 
3133 Ridge Avenue 
Philadelphia, Pennsylvania 19132 

Dear Francine: 

This letter documents the decommissioning and disposal of the 
polychlorinated biphenyl (PCB) transformer- Serial No. 3475167 from the 
electrical substation at the Strawberry Mansion High School (SMHS). On
site activities associated with the decommissioning and disposal of this 
transformer occurred from August 13- 14, 2014. 

Background 

SMHS has been operating the two PCB transformers listed below under a 
Consent Decree between the School District of Philadelphia (SDP) and the 
United States Environmental Protection Agency (USEPA) since March 1997. 

PCB Transformer Summary 

Strawberry Mansion High School 

Transformer Serial Number 

Transformer 1 3475167 

Transformer 2 3475168 

During August of 2014, both PCB transformers were removed from this 
location. A separate correspondence that addressed the removal and disposal 
of the transformer with the Serial No. 3475168 has been provided to the SDP. 

Transformer Removal 

The transformer that is the subject of this correspondence (Serial No. 
3475167) was manufactured by Allis Chalmers and contained 3,313 pounds 
(approximately 255 gallons) ofChlorextol dielectric fluid. 

As part of the project associated with the replacement of the PCB 
transformers, a technical specification that included a description of the 
environmental requirements for the removal and disposal of the PCB 
transformers in accordance with the Consent Decree and applicable state and 
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federal regulations was prepared. Information describing the contract, 
inclusive of decommissioning and disposal of the PCB transformers at 
SMHS, is described in our letter of September 2, 2014. 

On August 13, 2014, Keating Environmental initiated on-site observation of 
the decommissioning and removal of the PCB transformer number with the 
Serial No. 3475167. Decommissioning activities included transferring the 
dielectric fluid into one 350-gallon steel tote and removing the fluid and 
transformer carcass from the substation. The draining of the transformer 
occurred on August 13, 2014 and the removal of the containerized dielectric 
fluid, drummed debris, and transformer carcass occurred on August 14, 2014. 
In addition, an epoxy coating was applied over an existing epoxy coated area 
proximate to the transformer. 

The primary activities that were completed during the decommissioning of 
the transformer with the Serial No. 3475167 were generally similar to the 
decommissioning activities of transformer Serial No. 3475168 (but without 
the complications) and are described in our letter of September 2, 2014, 
except for the following: 

• Non-PCB stains/discolorations on the substation floor, in the adjacent 
light well, and the work area outside the building were identified and 
marked before the work was initiated. Other than the PCB encapsulated 
floor area proximate to this transformer, no PCB related floor staining 
was observed prior to August 13, 20141

• 

• Approximately 255-gallons of dielectric fluid from the transformer was 
pumped into one 350-gallon steel tote. The tote was placed inside a 
secondary containment sack and placed on plastic sheeting inside the 
substation during its filling. 

• Drain protectors and rubber mats that were in the transformer room were 
also removed and placed into the waste drum. No new stains were 
present in the work locations. 

• The PCB warning labels on the substation access doors were removed. 

• The drum, tote of PCB oil, and carcass were transported from the site (in 
two separate shipments due to the size ofthe truck) on August 14, 2014. 
The first load consisted of the tote, which was labeled as PCB and 
manifested under a uniform hazardous waste manifest for transport to a 
Clean Harbors facility in Twinsburg, Ohio. The second load consisted of 

1 In August of 1997, as a result of a release of PCB fluids from this transformer that 
contaminated a small area of the concrete floor proximate to this transformer, an epoxy Printed on n 
encapsulant was placed as an interim remedial measure. The area of the floor that was recycled paper \.I 
encapsulated is fully described within the April 2009 "PCB Removal and Disposal Plan" for 
this location. 
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the drum and the transformer carcass, which were also labeled as PCB 
and manifested under a uniform hazardous waste manifest. 

• Copies of the uniform hazardous waste manifests showing acceptance of 
the PCB material at the Twinsburg facility are attached. 

No evidence of PCB oil staining was observed on the floor slab beneath PCB 
transformer - Serial No. 3475167 following its removal. It is noted that 
extending a couple of inches under the footprint area of the removed 
transformer was an area of dried epoxy hardener that was used when the 
initial epoxy coating was applied in the 1990s. 
On August 14, 2014, the previously encapsulated area, as well as, an area 
extending approximately one-foot beyond the perimeter of the previously 
encapsulated area was detergent cleaned. Then, one layer (colored gray) of 
epoxy was placed over the previously coated area (which was yellow). To be 
conservative, the area that was re-encapsulated was extended by 
approximately 10- to 12-inches "under" the footprint of the removed 
transformer. 

No drilling, coring or abrading of the encapsulated area occurred during the 
installation of the new transformer. Because PCB-impacted concrete remains 
at the school, the requirements of the Consent Decree regarding the 
maintenance and documentation of the encapsulated area remains applicable. 
Additional documentation regarding waste disposal/destruction will be 
provided to the School District when received. 

Please contact me if you have any questions or comments. 

Regards 
KEATING ENVIRONMENTAL MANAGEMENT, INC. 

Keith Choper, PE, LEED-AP 
President 

Attachments: Uniform Hazardous Waste Manifests 
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Transformer No. 3475167 



Photo 1- Transformer No. 3475167 Nameplate. 

Photo 2- Transformer No. 3475167 prior to removal activities. 

~/J'?.Q~ 
Signature:------------------ Date: ___ _,8"'-/1=3"-"/2=0~14_,___ __ 

Photograph Documentation Page. _ _____, __ of ----"'--3 __ 



Photo 3- Transformer No. 3475167 prior to PCB oil removal. 

Photo 4- Transformer No. 3475167 during PCB oil removal. 

~/Y/.Q~ 
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Photo 5- Transformer No. 3475167 floor beneath former location of transformer. Darker areas on edge are 

dried epoxy hardener from initial encapsulation. 
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Photo 6- Transformer No. 3475167 epoxy re-encapsulation- gray layer. 
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